Abstract: This paper presents an improved method for determining the share of harmonic distortion generated by utility and customer in a distribution system. The method is based on a Norton equivalent circuit to represent the whole system, modeling the customer side with RLC components by using measured voltage and current at the point of common coupling (PCC). The proposed method evaluates the contribution of harmonic voltage and current distortion, which may appear from utility and customer sides of the system. Several case studies have been made to verify the accuracy of the method in determining the share of utility and customer harmonic distortions. Results showed that the proposed method can accurately determine harmonic contributions of utility and customer sides for measurement made at the PCC.
Introduction
The proliferation of electronic nonlinear devices such as adjustable speed drives, inverters and personal computers in the past three decades has caused severe harmonic distortion in power distribution systems. These harmonics distort fundamental voltage and current waveforms and have many negative effects on power systems. It may cause resonance problems, overheating in capacitor banks and transformers, false operation of protection device and reduction of power quality which eventually increases the maintenance costs of the system. Before taking the necessary harmonic control measures, it is important to know who is responsible for the cause of harmonic distortion. Several methods have been proposed to identify the location of harmonic sources so as to determine whether the source is from the utility and customer side. One of the earlier methods for harmonic source localization is based on the real power direction in which the side that produces greater harmonic power is responsible for harmonic distortion [1] . However, the accuracy of the real power direction method is less than 50% and therefore the reliability of the method is questionable. An incentive-based method for harmonic source localization is presented in which the method is found to be impractical because it requires knowledge of actual impedances of the system for its calculation [2] [3] . Other methods for harmonic source localization are such as the critical impedance method [4] and voltage magnitude comparison method [5] which requires implementation of switching tests for obtaining the harmonic impedance. Hence, the switching tests do not allow its application in practical power systems. A recent method for harmonic source localization which is called as the harmonic vector method (HVM) [6] uses resistance as the reference impedance for modeling the customer side and uses the equations in [2] [3] for determining the harmonic contribution of utility and customer. However, modeling the customer side by an equivalent resistance may introduce inaccuracy in calculating the harmonic contribution factors especially in cases where loads contain inductive elements such as motors. In [7] , the total harmonic distortion (THD) is used for finding the share of harmonic distortion from utility and customer sides. The disadvantage of this method is that the THD value cannot show the variation of contributions caused by changes in phase angle of harmonic sources. In [8] [9] [10] [11] , several multiple harmonic sources localization methods were developed based on harmonic state estimation (HSE) and independent component analysis (ICA). In HSE based method, a complete knowledge about system parameters at different harmonic frequencies is necessary but these parameters are usually unknown. In addition, the method requires various types of harmonic measurements such as voltage, active and reactive power measurements, which are costly for large systems. The ICA based method, however, requires historical load data and harmonic impedance matrix of the system to eliminate indeterminacies caused by the ICA algorithm [12] [13] .
This paper presents an improved method to determine contribution of utility and customer harmonic distortions in a power distribution system. The proposed method is called as the RLC method where the utility reference impedance is represented by short circuit impedance and measurements of voltage and current are made at the PCC. The measured voltage and current are then used for estimating the customer side equivalent impedance with resistance, inductance, and capacitance components (RLC). Finally by knowing these parameters, the share of each side in voltage and current harmonic distortion can be determined as a percentage of measured voltage and current harmonics at the PCC for each harmonic order. In this method, an improvement is made in modeling the load by considering the RLC components whereas the HVM method only considers resistive load.
System modeling for harmonic localization
It is possible to convert any test system to its Norton equivalent circuit. Figure 1 shows a general Norton equivalent circuit of a simple test system. In the figure, the utility side is represented by a current source, For calculating the harmonic contributions from the utility and customer, the superposition theorem are applied by decomposing the system as shown in Figure 2 . 
The same procedure can be done to determine the deviation of customer impedance from its reference impedance.
For modeling the customer load, the resistance (R), inductance (L) and capacitance (C) load model is used [7, [14] [15] . Figure 4 depicts the equivalent circuit for the customer side and it is assumed that the customer load consumes real power. 
Implementation Procedure of The Proposed RLC Method
The procedure in implementing the proposed RLC method for determining contribution of utility and customer harmonic distortions in a power distribution system is described in terms of a flowchart as shown in Figure 5 . 
Case study
To verify the proposed harmonic source localization method, 10 bus test system shown in Figure 6 is considered. Simulations were carried out using the Matlab programming package to calculate the contribution of voltage and current harmonic distortion from the utility and customer. The system data for the test system are as shown in Table 1 . In the simulation, harmonic sources are assumed to exist at both the utility side (bus 2) and customer side (bus 10). Harmonic voltage sources containing 5 th , 7 th , and 11 th harmonic orders are injected at the utility side while the customer harmonic sources are represented as harmonic current sources that contain the same harmonic orders as the utility side harmonic source. The capacitor bank, C 1 is adjusted to improve the power factor at bus 4 from 0.73 to 0.9. All the loads are assumed to operate at full load condition with a power factor of 0.80. The capacitor bank, C 2 at bus 10
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Convert the contribution of each side to its scalar values using equations (6) and (9) Calculate the contribution of each side by using equations (3) (4) (5) Determine the new harmonic current source by using equation (10) Measure Voltage and Current at the PCC Determine utility side harmonic source by using its short circuit impedance and equation (1) Model the customer side by using equations (11) (12) (13) (14) (15) (16) Is new impedance inserted to the system? is used to improve the power factor of load 5 from 0.80 to 0.9. Simulations were carried out by considering two scenarios to show the effect of impedance variation and resonance conditions at the customer side. In scenario 1, the capacitor bank, C 2 is assumed to be switched off, and in scenario 2, the capacitor bank, C2 is considered to be switched on. The results of both scenarios are compared with the results obtained by actual customer impedance value [3] and HVM method [6] to show the validity and accuracy of the proposed RLC method. The implementation of the actual customer impedance value is actually similar to the proposed RLC method except that it considers the actual impedance value of the system which is unknown value in practice and should be estimated, whereas the RLC method estimates this unknown impedance values. Hence in the RLC method, the impedance values are calculated by estimating the R, L and C parameters as in (11), (12) and (13). Table 2 shows the estimated R, L and C parameters for the customer side calculated by using the RLC method and the parameters are compared with the known actual impedance values. From Table 2 , it is obvious that the estimated RLC values are very close to their actual values and this proves the accuracy of the proposed RLC method in estimating the RLC parameters of a customer. 
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In this scenario, the harmonic voltage source is at bus 2 and is considered as the utility harmonic source and the harmonic current source is at bus 10 and is considered as the customer harmonic source. Both harmonic sources contain 5th, 7th, and 11th harmonic orders. In the absence of capacitor bank C 2 , the customer load is modeled as an RLC load and a nonlinear current source. Voltage and current are measured at the PCC. The determined harmonic contributions are shown in Table 3 .
From the results shown in Table 3 , it is noted that the utility contribute more voltage and current harmonic distortion compared to the customer, thus indicating that the utility is more responsible for producing voltage and current harmonics in the system. For example, the share of utility 5th harmonic voltage distortion is about 71% while for the same harmonic voltage distortion the share of customer side is about 28%. Comparing the results of harmonic contribution values as depicted in Table 3 , it is observed that the harmonic contribution values obtained from using the estimated RLC load impedance and the actual load impedance are very close to each other with a relative error of less than 1.5%. The small differences in the customer and utility harmonic contribution values prove the accuracy of the proposed RLC method. In this case, the estimated short circuit impedance of the utility is Ω j0.0124 + 0.0025 . 
In this scenario, the capacitor bank at bus 10 is switched on so that the customer impedance is reduced. In this situation, the current and voltage at the PCC will be different from that of scenario 1, depending upon utility and customer impedances. The test results for this scenario are shown in Table 4 .
From above results, it is clear that by inserting a capacitor at bus 10, harmonic contribution of customer in all voltage and current harmonic orders is increased. This is due to the shunt resonance caused by the capacitor bank, C 2 and the load inductance in the vicinity of 5th, 7th and 11th harmonic frequencies. Table 4 also shows that the simulation results using the actual impedance of customer side are quite close to results of the RLC method with relative errors of less than 1.7%. The small deviations from the actual values in Table 4 prove the accuracy and validity of the RLC method for determining the harmonic contributions of utility and customer in a power distribution system. A comparison of the proposed RLC method is also made with the HVM method [6] in terms of percentage voltage and current harmonic distortions as shown in Figure 7 . From the figure, it is evident that the percentage of voltage and current harmonic distortions of the RLC method are almost similar to that of using the actual impedance value as compared to the results of the HVM method. These results prove the accuracy of the proposed RLC method which considers a more accurate R, L, C load model. The inaccuracy of the HVM method is due to the load model which only considers resistive load. 
Conclusion
The proposed RLC method for predicting the contribution of harmonic distortion at the PCC has been developed by modeling the power system in terms of its Norton equivalent circuit. In the method, the utility harmonic source is represented by its short circuit impedance and a current source whereas the customer impedance is modeled in terms of its R, L and C components. The method is considered simple because it uses a scalar index for determining the harmonic contributions at both utility and customer sides. Comparing the RLC method with the HVM method and the method using the actual impedances of utility and customer, the results show that the RLC method is capable of estimating the harmonic contributions accurately even in resonance condition.
